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Abstract 
Current explosion vent design correlations and guidance are based on an experimental data 
base of centrally ignited vented tests. However, there is evidence in the literature that ignition 
positions other than central produce higher overpressures. The objective of this work was to 
compare central and end ignition of vented explosions in a 10L and a 200L cylindrical vessels 
of L/D of 2.8 and 2 respectively, with vent area coefficients of 10.9, 5.4 and 3.1 for free 
venting. Methane-air (10% v/v) and ethylene-air ( 7.5%) explosion tests were carried out 
using a 16J spark ignition at the far end wall opposite the vent and half way along the length 
of the vessel. The results showed that for both vessels and for both gas/air mixtures end 
ignition produced the highest overpressures. This was attributed to the  higher axial flame 
speed towards the vent with far end ignition, inducing higher vent mass flows and higher 
external flame speeds and associated overpressures. The present results and other data from 
the literature show that the vent design guides may not be based on sufficiently conservative 
data and need to be reviewed. 
Keywords: Explosion venting, ignition location, explosion overpressure. 
1. Introduction 
The principle of explosion venting is to reduce the peak explosion overpressure, Pred, so as to 
minimise the resulting damage, by providing sufficient vent area, Av, that opens early enough 
to release the explosion pressure successfully. Experimental evidence has shown that the 
resulting explosion overpressures are controlled by different physical mechanisms depending 
on the vent design and the vessel volume, V (Nagy and Verikas, 1983; Cooper et al.; 1986, 
Bauwen et al, 2010; Fakandu et al. 2013). The spark position for the worst case overpressure 
is not addressed in current design procedures or explosion venting models, as all assume that 
central ignition is the worst case and are based on experiments in vented explosions with 
central ignition (NFPA, 2013, Bradley and Mitcheson, 1978, Molkov, 2000, Cooper et al, 
1986). Nagy and Verakis (1983) showed, for a rectangular enclosure with an L/D = 1.4 and a 
square cross section, that the peak explosion overpressure increased as the spark was moved 
away from the vent towards the wall opposite the vent. However, this was carried out for a 
very small vent area, Av, with a Kv = V
2/3
/Av and the present work was carried out to 
investigate this phenomena at more realistic values of Kv. Also the literature on the influence 
of spark position on Pred, reviewed below is confusing with contradictory findings. 
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2. Review of the influence of ignition position on vented explosion overpressure 
The ATEX directive requires that for the design of safety systems the worst possible scenario 
must be considered (European Parliament and Council, 1994). It should be noted that for 
compact vented vessels with L/D close to 1, central ignition has been assumed to have the 
highest overpressure, in spite of the work of Nagy and Verakis (1983) showing that this was 
not the case. More recently Sato et al. (2010) have shown that ignition closer to the vent and 
away from the centreline of the vessel have higher Pred than for central ignition. Ignition at the 
vent outlet can in some circumstances be the worst case (Bauwens et al., 2010). This was 
found in a 64m
3
 vessel and was shown to be higher for front and central ignition as compared 
to end ignition and was due to the pressure oscillations caused by acoustic interactions, Pac, at 
the end of the explosion. Cooper et al (1986) showed that Pac was not significant for practical 
application, as it could be eliminated using an acoustic absorber (Cooper et al, 1986). As 
Bauwens et al. (2010) used a relatively thin walled vessel this oscillatory pressure peak was 
also likely to be an artifact of vessel wall resonance. In the present work with thick walled 
vessel no acoustic pressure peak was found. Bauwens et al. (2010) concluded that which 
ignition position (end, central or vent outlet) is the worst case depends on the mixture and the 
vent coefficient.   
In experiments carried out by Cubbage and Simmond (1955) for the design of explosion 
reliefs in industrial drying ovens central ignition was shown to be the worst case, as compared 
to positions away from the centre (Cubbage and Simmonds, 1955). The actual position of the 
various ignition positions and vent panels relative to the shelves were not specified, hence 
cannot be used as a yardstick for considering the central position as the worst case.   
Other data in the literature also shows lower overpressure for end ignition as compared to 
central ignition (Maisey, 1965, Burgoyne and Newitt, 1955, Haris and Briscoe, 1967). 
Solberg et al (1981) showed for a 35 m
3
 cubic vessel that the front and central ignition gave 
higher overpressures compared to end ignition opposite the vent and they attributed this to 
Taylor instabilities. The vent position was off centre (bottom) and so there was no direct 
acceleration path from the ignitor to the vent and this may have prevented the fast flame 
development that is seen with wall ignition opposite the vent. Most of the researchers that 
found higher overpressure for central ignition argued that for the end ignition, the flame 
contacted the vessel wall before reaching the vent thereby cooling the flame earlier, as 
compared to central ignition which did not contact the wall before emerging from the vent. 
This reasoning may be based on spherical flame theory rather than experimental verification. 
Fakandu et al. (2011) showed for the present 0.1 m
3
 cylindrical vessel that the flame touched 
the wall of the vessel well after the flame had exited the vent.   
Willacy et al. (2007) showed, for a L/D of 2, using a 0.2 m
3
 cylindrical vented vessel 
explosions with a high Kv of 16.4 and a vent pipe, that ignition on the wall opposite the vent 
had a much higher overpressure than for central ignition. Similar work on methane-air 
explosion venting through a vent pipe showed that a more intense burning rate was expected 
for rear ignition as compared to central ignition with much higher overpressures (Ferrara et al, 
2008). However, Ferrara et al (2008) were of the opinion for venting with a vent pipe that 
central ignition gives higher overpressure as compared to rear ignition for propane-air 
mixture, even though the rear ignition has a higher burning rate compared with the central 
ignition location. This was in agreement with other works in the literature in favour of the 
central ignition as the worst case overpressure for venting with a vent pipe attached (Ferrara et 
al, 2006, Ponizy and Layer, 1999a).  
 
 
 
The work of Palmer and Rogowski (1966) found that the worst case explosion overpressure 
was for end ignition even though the vessel was similar in shape to that of Cubbage and 
Simmonds (1960). Hence, there is a need to have closer look at the effect of ignition position 
on explosion venting and in this work in a cylindrical configuration ignition at the end wall 
opposite the vent was compared with central ignition. This follows the finding of Nagy and 
Verakis (1983) that Pred increased as the spark was moved further away from the vent on the 
vent centreline. A spark on the end wall is thus the worst case according to their findings, 
which are in agreement with those of Palmer and Rogowski (1966) but contradict many other 
investigations, as discussed above.  
In NFPA 68 (2013) in the discussion of the determination of the vessel L/D it is assumed that 
for a vent on the wall of the vessel that the worst case ignition position is that furthest from 
the vent and that the distance of this to the vent should be used in determining the L/D. This is 
recognition in a design standard that ignition furthest from the vent is the worst case. Cates 
and Samuels (1991) also showed that the farthest location away from the vent produced the 
highest overpressure, even in the presence of obstacles.  
3. Central ignition experimental results are the basis of vent design methodology. 
Most of the experimental explosion venting data is for central ignition, including the vent 
European venting standard and the NFPA (NFPA, 2013, BS EN 1449, 2007). This was also 
the assumption used by Bradley and Mitcheson (1978), Molkov (2000) as well as in the work 
of Bartknecht, on which the European venting standard (BS EN 14491:2007) is based.  
Similarly, the data used by Swift (1989) to generate his vent design equation was for central 
igntion and is the basis for the correlation used in the new NFPA (2013) vent design guide for 
gas explosion deflagration venting. 
 For a  totally closed vessel (no vents) explosion, the central ignition location is the worst 
case, since the flame propagates at relatively constant speed and the flame will develop to its 
maximum possible surface area just before touching the walls. For any other ignition position 
in a spherical vessel the flame will touch the walls before all the mixture has been burned and 
there will then be heat losses from the burned gas to the wall which will reduce the peak 
pressure. However, this is not be the case with end ignition in a vented explosion, as the flame 
accelerates towards the vent and ignition at the furthest point from the vent gives the greatest 
flame acceleration distance and the rate of propagation of the flame is much higher than that 
for a laminar spherical flame (Fakandu et al., 2011).  
The flame in most vented explosions with end ignition has emerged from the vent before the 
flame spreads to the walls of the vessel, as will be shown in the present work. The worst case 
scenario should be used in order to meet the requirement of the ATEX directive and ignition 
with the maximum overpressure must always be considered in this regard.  The aim of this 
work was to investigate whether end ignition was the worst case for vented explosions with 
ignition on the centre line of the vent.  
4. Experimental equipment 
Two different cylindrical vessels, of 10 litres volume (0.010m
3
, L=0.460m, D=0.162m) 
shown in Figure 1 and 200 Litres (0.2m
3
, L=1m, D=0.5m) shown in Figure 2, were used for 
vented gas explosion with free venting (open vents). Different vent areas were introduced 
using a removable vent at the end wall attached to a 0.5m cylindrical vessel which was also 
connected to a large dump vessel. The L/D of the vessels were close to the limit of application 
of the vent design procedures for compact vessels, where the L/D of a compact vessel was <2 
according to the work of Bartknecht (1993) and < 2.5 in NFPA 68 (2013) and < 3 in the EU  
 
 
 
 
 
Figure 1: The 10Litre Vessel and the connecting. 
         
Figure 2: The 200L (0.2m
3
) vented vessel. 
vent design guidance. The small 10L vessel was an L/D of 2.8 and the larger 200L vessel was 
an L/D of 2. As vessels longer than these compact vessel limits have higher Pred for the same 
volume and Kv, it is likely that vessels with L/D >1 and < 2 or 3 will have higher 
overpressures then vessels that are cubic or cylinders with L/D = 1. Thus, the use of end 
ignition in a vessel with L/D = 2 or 2.8 is likely to have the greatest influence of the spark 
location and also be the worst case for Atex compliance.  
 
 
 
The test vessels were connected to a 0.5m diameter cylindrical vessel which was also 
connected to a 50m
3 
dump vessel, to safely capture the vented flames and which acted as a 
free vent condition as the dump volume was >100 times the vented volume. The 0.5m 
diameter vessel between the vented vessel and the dump vessel was used to mount three 
thermocouples on the centreline of the discharge jet so that the vented external jet flame speed 
could be determined as a function of distance from the vent. The ignition position was on the 
centreline of the end wall opposite the vent and central ignition was midway along the length 
of the vessel.   
The flammable mixture was made up using partial pressures, starting with a vacuum in the 
explosion vessel. Piezo resistive pressure transducers were mounted in the end flange on 
which the spark plug was mounted and a second pressure transducer was mounted on the 
centreline of the vessel cylindrical wall. A 32 channel 100 kHz per channel data logging 
system was used to record all the data. 
The flame travel time was recorded by mineral insulated, exposed junction type-K 
thermocouples, arranged axially at the centre line of both vented vessels and the 0.5m 
diameter discharge vessel, as shown in Figure 1 for the 10L vessel, thermocouples T1, T2 and 
T4 were located on the centreline of the main test vessel with T4 at the vent plane to determine 
when the flame exited the vent. Thermocouples T5, T6 and T7 were mounted on the centreline 
of the 0.5m dia. connecting vessel. For the larger 200L vessel, T1, T2, T4, T5and T6 were 
thermocouples upstream of the vent and T7, T8 and T9 downstream. The time of flame arrival 
was detected from the thermocouples’ start of temperature rise and the flame speed between 
two thermocouples was calculated and plotted as the flame speed for the midpoint between 
the two thermocouples. There was also another thermocouple, T3, located on the wall of the 
main test vessels to measure the time of flame arrival at the wall of the vessel, which was 
taken to be the time of maximum flame area inside the vessel. These event times are marked 
on the pressure time results with the thermocouple location, so that the position of the flame 
when a peak in the pressure time record occurs can be determined. This enabled precise 
determination of whether the highest overpressure was generated by an external explosion, 
Pext, or by the internal flame displacing unburned gas through the vent, Pfv. The time of arrival 
at T3 could be taken as the maximum flame area time and this could then identify whether 
this corresponded with a pressure peak, Pmfa, as identified as an important pressure peak in the 
work of Cooper et al. (1986) and Bauwens et al. (2010).  
Two piezo electric pressure transducers were used with one at the end flange (PT0) opposite 
the vent and mid-way the vessel length (PT1) respectively as shown in Figure 1. In low flame 
speed explosions these pressure transducers had identical pressure time characteristics and 
only pressure records for PT0 are reported in this work. For hydrogen explosions there were 
dynamic flame events that caused these two pressure transducers to record different pressure 
time records (Fakandu et al, 2011 and Fakandu et al., 2012). A third transducer PT2 was 
located in the 0.5m dia. connecting vessel which measured the external explosion 
overpressure and its time of occurrence. This was of great assistance in determining when the 
external explosion occurred. 
5. Results and discussion 
5.1 The nomenclature for physical flame phenomena that can cause a pressure peak in vented 
explosions. 
Pressure time records for vented explosions are associated with range of events that cause the 
pressure to rise and fall and which of these pressure peaks is the maximum overpressure, Pred, 
 
 
 
depends on the vent design, vessel volume, mixture reactivity and ignition position. The 
pressures peaks have different nomenclature depending on the physical phenomenon 
responsible. The first pressure peak (Pburst) is as a result of the opening of the vent cover at the 
static burst pressure Pstat to allow for venting. This is not applicable in this work as free 
venting (uncovered vent) was used. The next pressure peak that usually occurs is Pfv caused 
by the flow of unburnt gases through the vent. This is followed by Pext due to the external 
explosion downstream of the vent. There can also be Pmfa due to the maximum flame area 
inside the vessel, which usually occurs after the external explosion. The pressure rise by the 
external explosion can cause a reverse flow back into the vessel causing turbulent combustion 
of the unburned gas mixture inside the vessel leading a pressure peak Prev. This can be the 
peak overpressure if there is a large proportion of the initial gas mixture still unburned after 
the flame leaves the vent. This is more likely to be the case for central ignition or ignition 
closer to the vent, as shown by Nagy and Verakis (1983). Finally Pac is the pressure caused by 
high frequency acoustic resonance. This oscillatory pressure peak was not the dominant 
pressure peak in any of the present vented explosions. The various pressure peaks are 
indicated on the pressure-time profiles in this paper using the above identification terms.  
 
5.2 Influence of ignition location on explosion overpressure for low Kv of 5.4 and 3.1 for 10% 
methane-air. 
Figure 3 compares the pressure-time profile for central and end ignition with Kv = 5.4 for 10% 
methane-air for (a) the 0.2m
3
 vessel and (b) for the 0.01m
3
 vessel. Figure 3 shows that the end 
ignition opposite the vent gave much higher overpressures compared with central ignition for 
both test vessels. For both cases with end and central ignition the external explosion 
controlled the peak overpressure as shown by the peak overpressure occurring after the flame 
had emerged from the vent and past thermocouple T4. For both vessel volumes the ratio of the 
Figure 3: Comparison of central and end ignition for Kv = 5.4 for 10% methane-air for 
(a) the 0.2 m3 vessel and (b) the 0.01 m3 vessel.  
 
 
 
end ignition Pext to that for central ignition was 3.1 for the 0.2 m
3 
vessel and 2.7 for the  
0.01m
3
 vessel and it would be reasonable to take a ratio of the two peak pressures as 3.  
Figure 3 shows that for central ignition the flame propagation was entirely towards the vent 
and this left a large volume of unburned gas behind the flame front inside the vessel. This is 
shown by the very long time, well after the peak pressure had been reached, for the flame to 
reach thermocouples T2 upstream of the spark and T3 at the wall in the plane of the spark. This 
time was proportionately longer in the smaller vessel than the larger vessel, indicating faster 
flame propagation in the larger vessel. In the larger vessel there was no discernable pressure 
peak due to the unburned gas flow through the vent, Pfv, but this was a clear peak in the 
smaller pressure peak. This may be because for the larger vessel the external explosion 
overpressure was much larger than for the smaller vessel that Pfv cannot be seen in the scale of 
Fig. 3. This paper is concerned with the influence of the ignition position and will not be 
discussing the reason for the higher overpressures in the larger vented vessel.   
This large difference in overpressure between end and central ignition was due to the 
expansion of the flame in the direction of the vent with convection of the flame by the vent 
outflow. This effect was greater for the larger distance of the spark from the vent and results 
in a fast flame approaching the vent, as will be shown later. This fast flame drives unburned 
gases ahead of it so that the unburned gas mass flow through the vent is higher for the end 
vented case. This creates a greater volume of unburned gas outside the vent and a higher 
external explosion overpressure as a result for the end ignition case. Also as the flame 
velocity upstream of the vent is higher than for central ignition, there is more turbulence in the 
external unburned gas cloud and hence a faster external explosions and higher external 
overpressure. 
 
Figure 4: Comparison of central and end ignition for Kv = 3.1 for 10% methane-air for 
(a) the 0.2 m3 vessel and (b) the 0.01 m3 vessel.  
 
 
 
With central ignition the flame leaves the vent earlier than for end ignition with a smaller 
external cloud of unburned mixture. Also the flow of unburned gas through the vent is lower 
due to the slower upstream flame speed. This results in lower turbulence in the external 
unburned gas cloud and hence a lower external flame overpressure. The earlier flame arrival 
at the vent also marks the start of burned gas venting, which is more efficient in reducing the 
overpressure than unburned gas venting. 
For the lower Kv of 3.1 Fig. 4 shows that the pressure due to the flow of the unburnt gas 
through the vent, Pfv, was very low and the external explosion, Pext, dominated the 
overpressure for both vessel volumes and for both ignition positions. The ratio of Pext for end 
to central ignition was 2 for the larger vessel with L/D = 2 and 3.7 for the smaller vessel with 
L/D = 2.8. For the larger vessel the flame reached the wall at T3 well after the peak external 
pressure and reached T1 after this, as shown in Figure 4a. There was no evidence of rapid 
combustion of the unburned gases left in the vessel after venting with central injection. The 
same occurred in the smaller vented vessel, but was even slower to reach T1. For end ignition 
in the larger vessel the flame reached T3 soon after it passes through the vent at T4 and before 
the peak external pressure. The burning of the unburned gas inside the vessel thus contributed 
to the peak external overpressure. However, in the smaller vessel the flame did not reach T3 
until after the peak explosion pressure. 
5.3 Influence of end and central spark location for Kv = 5.4 and 3.1 for 7.5% ethylene-air 
For higher mixture reactivity the flame speeds in the direction of the vent will be greater and 
this will increase the mass flow through the vent and the turbulence in the external unburned 
mixture expelled out of the vent. Ferrara et al. (2008) found that for vented explosions with a 
vent pipe propane gave central ignition as the worst case, whereas methane explosions had a 
worst case with end ignition. In the present work propane had very similar end ignition results 
to methane with the external explosion dominating the peak overpressure and with a much 
larger peak external pressure than for central ignition. However, a greater test of the influence 
of mixture reactivity is that of 7.5% ethylene-air mixtures, and these were investigated in the 
0.01 m
3 
explosion vessel for the low Kv of 5.4 and 3.1. 
 
 
Figure 5: Comparison of (a) central and (b) end ignition for 7.5% ethylene/air vented explosions 
for Kv = 5.4 in the 0.01 m
3
vessel. 
 
 
 
Ethylene air vented explosions were carried out with central and end ignition in the 0.01 m
3
 
explosion vessel, using the most reactive mixture of 7.5% ethylene in air. Figure 5 compares 
central and end ignition for pressure transducers inside and outside of the vessel. Figure 5b 
shows that for end ignition the peak overpressure was much higher than for central ignition by 
a factor of 3.9, which is greater than the factor of 3 found for methane-air explosions in Fig. 3. 
However, in this case neither the pressure peak due to the flow though the vent, Pfv, nor the 
external explosion overpressure, Pext, was the highest overpressure. The peak overpressure 
occurred when the flame reached the vessel wall and was thus due to the maximum flame 
area, Pmfa, which occurred after the flame had left the vent. This maximum flame area 
pressure peak was only slightly higher than the external explosion overpressure but occurred 
after the external explosion overpressure had started to decay. This explosion also had a 
reverse flow pressure peak at a similar magnitude to the central ignition case, but it was 
nowhere near the peak overpressure. 
 
 
 
Figure 6: Pressure profiles for 7.5% Ethylene-air for Kv= 3.1 with end and 
central ignition (a) 200L vessel (b) 10L vessel. 
 
Central and end ignition for 7.5% ethylene/air mixtures were also compared on the 0.2 and 0.01 
m
3
 explosion vessels for Kv = 3.1 and the results are shown in Figure 6. For both vessels the end 
ignition results gave a higher peak overpressure than for central ignition, but the difference was 
greater in the smaller vessel. The external explosion was also the cause of the peak overpressure 
for both vessel sizes. The overpressure for end ignition as a ratio of that for central ignition for 
7.5%% Ethylene-air for the 200L vessel was a factor of 1.5 increase. This is the smallest increase 
in the overpressure for end ignition in the present work. The overpressure for end ignition as a 
ratio of that for central ignition for 7.5% Ethylene-air for the 10L vessel was a factor of 4.3 
increase. This is larger than the effect in Figures 3 and 5 for Kv  = 5.4, where the difference was 
close to a factor of 3. This may indicate that the effect of spark location is greater for lower Kv.  
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Figure 8: Pressure profiles for 10% methane-air for Kv= 10.9 with 
end (a) and central (b) ignition, for pressure transducer PT0. 
 
Figure 7: Flame speeds as a function of the distance from the end wall  
                ignition through to the external flame for the L/D = 2.8 vessel for Kv 3.6 – 10.9 
Vent 
 
 
 
5.4 Influence of central and end ignition for Kv = 10.9 for 10% methane-air. 
Reducing the size of the vent increases the velocity through the vent for the same upstream 
mass burning rate and this increases the vent flow pressure peak, Pfv, which scales inversely 
with the square of the vent area (Andrews and Phylaktou, 2010). The external explosion will 
also be increased due to the higher vent flow velocity, which will create more turbulence in 
the downstream jet. However, this is a linear increase in velocity with increase in Kv, or 
reduction in Av. This will produce a linear increase in the external jet turbulence and roughly 
a linear increase in the jet turbulent burning velocity. The external overpressure scales with 
the square of the external flame speed and so both the internal and external overpressure could 
increase in proportion and it would be difficult to predict which would dominate.  
All of the above considerations rely on the assumption that the upstream flame speed and 
mass burning rate of the flame will be unaffected by the reduced vent outflow. Figure 7 for 
end ignited vented explosions for 10% methane-air and 4.5% propane air shows that 
increasing Kv from 3.6 to 10.9 does not change the upstream flame speed significantly, but 
does increase the external flame speed. However, Fig. 7 shows that the external flame speed 
does not increase in proportion to Kv as argued above should occur. This means that the 
internal vent flow overpressure, Pfv, is likely to rise faster than the external overpressure, Pext, 
as Kv is increased and this is what the experimental results show. The reason for the external 
flame velocity not scaling with Kv is that the external flame speed is a function of the 
turbulent burning velocity which depends on the turbulent length scale as well as the turbulent 
fluctuating velocity, which should scale with Kv. As Kv is reduced the diameter of the vent is 
reduced and this controls the length scale and the position in the external jet at which the peak 
turbulence occurs.  
The present L/D = 2.8 and 0.01 m
3
 cylindrical vessel end vented results with central and end 
ignition for a Kv of 10.9  are compared for 10% methane-air vented explosions in Figure 8 
with those of Cooper et al. (1986) for their L/D=3 vessel with central ignition and a Kv of 8.7 
in a 0.68 m
3
 rectangular volume. This difference in Kv would reduce the overpressure a little 
for the Cooper et al. (1986) results. To compare with comparable time scales the present 
results were scaled in time using V
1/3
 time scaling of the present results to the time scale for 
the larger volume Cooper et al. (1986) results. 
For central ignition Figure 8 shows that the present pressure records were very close to those 
of Cooper et al. (1986) for a similar vessel L/D, but much larger volume. The present results 
with central ignition had a slightly lower peak pressure than found by Cooper et al. (1986). 
The Pext external explosion was the highest overpressure and Figure 8b shows that this 
occurred after the flame had passed through the vent plane at time T4, when the peak pressure 
due to the flow through the vent occurred, Pfv. This was followed by a short period of pressure 
reduction while the flame propagated outside the vent to reach the peak external turbulence 
which produced a fast flame that gave the peak overpressure, Pext. These two peaks were 
present in the results of Cooper et al. (1986), but the flame position information was not 
available to determine which event caused the peak pressure, which was slightly higher than 
in the present work. Also, the oscillatory pressure peak, Pac, was slightly higher than Pext in 
the work of Cooper et al. (1986) as shown in Fig. 8b, but they discounted these oscillatory 
peaks as an artifact of using a thin metal box in the experiments. They showed that they 
disappeared when an acoustic absorber was used as a wall liner in the chamber.  Overall the 
present central ignition results are in good agreement with those of Cooper et al. (1986) for a 
vessel with similar L/D but larger volume. This indicates that the much larger 0.68 m
3
 vessel 
volume (x70 of the present volume) of Cooper et al. (1986) has little effect on the 
 
 
 
overpressure. In this work the distance from the spark to the vent was 0.9m compared with 
0.3m in the present work for central ignition. This would indicate that self-acceleration was 
not significant for a spark to vent distance of at least up to 0.9m. 
Figure 8a shows the end ignition results for Kv = 10.9, which have much higher overpressures 
than for central ignition in Figure 8b. The peak pressure was due to the flow of unburned gas 
through the vent, as Pfv occurred before the flame reached T4. The external explosion occurred 
on the decaying pressure and is a slight peak on the pressure decay. The flame arrives at T3, 
indicating that the maximum flame area inside the vessel occurred after the peak pressure and 
was not the cause of the peak pressure. The ratio of the peak pressure for end ignition to 
central ignition was 3.6 and this supports the results above, all of which have end to central 
ignition peak pressure ratios between 1.5 and 4.3. Thus end ignition had a major increase in 
the peak overpressure and vent design based on experiments with central ignition may not be 
safe designs. Current procedures based on the vented explosion results of Bartknecht (1993) 
are safe, in that his results are much higher than any others in the literature, even for 
experiments in much larger vessel than he used (Fakandu et al., 2011; Kasmani et al., 2006). 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
Figure 9: Pressure profiles for 7.5 % ethylene-air for Kv= 10.9 with central 
(a) and end (b) ignition, for pressure transducer PT0 and PT2. 
5.5 Influence of central and end ignition for Kv = 10.9 for 7.5% ethylene-air 
Figure  9a, shows the vented explosion pressure record for the more reactive mixture with 
7.5% ethylene-air and a Kv of 10.9. The external pressure transducer PT2 records are also 
shown. For central ignition the external overpressure Pext (0.17 bar) was just higher than Pfv 
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(0.16 bar). The external pressure record confirms the location of Pext. The pressure peak for 
the maximum flame area that occurs just after T3 was quite high at 0.13 bar. Comparison to 
the methane results shows that for both mixtures the external explosion was the largest 
overpressure for central ignition. For end ignition Figure 9 shows that the external explosion 
Pext (0.59 bar) was larger than Pfv (0.47 bar) but the highest overpressure was Pmfa (0.88 bar). 
This was confirmed by the external overpressure measurement aligning in time with Pext and 
Pmfa aligning in time with T4 and T3 respectively. The ratio of the peak overpressure for end 
ignition to that for central ignition was 5.2, much higher than for methane at 3.6 at this Kv. 
Figures 3-9 show that the peak overpressure can be due to any of the events (Pfv, Pext or Pmfa), 
depending on Kv, gas reactivity and the ignition location. Without the present thermocouple 
sensors to detect the location of the flame just before a pressure peak and the use of the 
external pressure transducer PT2, it would be difficult to separate the cause of the various 
pressure peaks. However, the first two pressure peaks Pfv and Pext are more commonly 
responsible for the peak overpressure. The present results for end ignition indicate that for Kv 
<~5.4 Pext would be the dominant overpressure and for Kv=>~ 5.4 Pfv would be dominant.  
5.6 Influence of ignition location on flame speeds 
 
Figure 10 shows the flame speeds for 10% Methane-air and 7.5% Ethylene-air for Kv=10.9, 
as a function of the ignition position. With end ignition, the flame propagated axially towards 
the vent and accelerated as it approached the vent, with maximum flame speed of 31m/s for 
10% methane-air and 84m/s for 7.5% ethylene-air (just upstream of the vent). For 10% 
methane-air, the maximum flame speed of 31m/s upstream the vent was 5 times the value 
obtained for the centrally ignited mixtures of approximately of 6m/s and this is similar for 
7.5% Ethylene-air as a factor of 4 difference in flame speeds occurred when the two ignition 
locations were compared, as seen in Fig. 10b. The trend of development in the upstream flame 
speeds, which is responsible for the maximum flame speeds obtained downstream the vents, 
also influences the rate of pressure rise and the final peak overpressures.  
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Conclusions 
The result from this work for central ignition in a 0.01 m
3
 vessel with an L/D of 2.8 was 
compared with that of Cooper et al. (1986) for a 0.68 m
3
 rectangular vessel with an L/D of 3. 
The peak overpressures were due to an external flame in both cases and were very similar for 
the two test facilities.  
The ratio of the peak explosion overpressure for end and central ignition was found to vary 
from 1.5 to 5.2, depending on Kv, mixture reactivity, and vessel size. Pext was the dominant 
cause of the peak overpressure for Kv of 5.4 or lower and Pfv was the dominant cause of the 
overpressure for Kv of 10.9. 
The results clearly demonstrate that the ignition position relative to the vent is important and 
that that the highest overpressures are not generated by central ignition, which is the basis of 
the current vent design correlations. There is therefore a clear need to consider the effects of 
ignition locations in vent design correlations in order to meet the ATEX directive (European 
Parliament and Council, 1994) requirement for the worst case conditions to be considered. 
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